
Type Report Report Date: 09/10/2018

FLXCBASE01 Vanderbilt FlexC

Type No Description Action Plan

1000 Burglary Alarm [Alarm Zone] Intruder Alarm

1001 Burglary Alarm [Entry/Exit Zone] Intruder Alarm

1002 Burglary Alarm [Exit Term Zone] Intruder Alarm

1003 Zone alarm [Fire alarm Zone] Fire Alarm

1004 Burglary Alarm [Fire Exit Zone] Intruder Alarm

1005 Zone alarm [Line Zone] General Alarm

1006 Zone alarm [Panic Zone] Panic Alarm

1007 Zone alarm [Holdup Zone] Panic Alarm

1008 Zone alarm [Tamper Zone] General Alarm

1009 Zone alarm [Tech Zone] General Alarm

1010 Zone alarm [Medical Zone] Medical Alarm

1011 Zone alarm [Keyarm Zone] Intruder Alarm

1012 Zone alarm [Unused Zone] Intruder Alarm

1013 Zone alarm [Shunt Zone] Intruder Alarm

1014 Zone alarm [X-Shunt Zone] Intruder Alarm

1015 Zone alarm [Detector Fault 
Zone]

Intruder Alarm

1016 Zone alarm [Lock Supervision 
Zone]

Intruder Alarm

1017 Burglary Alarm [Seismic Zone] Intruder Alarm

1019 Zone alarm [Holdup Fault Zone] General Alarm

1020 Zone alarm [Warning Fault 
Zone]

General Alarm

1021 Zone alarm [Setting 
authorisation Zone]

Intruder Alarm

1022 Burglary Alarm [Lock element 
Zone]

Intruder Alarm

1023 Burglary Alarm [Glass Break 
Zone]

Intruder Alarm

1024 Zone alarm [Water Zone] Intruder Alarm

1025 Zone alarm [Heat Zone] Intruder Alarm

1026 Zone alarm [Fridge/Freezer 
Zone]

Intruder Alarm

1027 Zone alarm [Gas Zone] Intruder Alarm

1028 Zone alarm [Sprinkler Zone] Intruder Alarm

1029 Zone alarm [CO Zone] Intruder Alarm

1100 Burglary Restoral [Alarm Zone] Restoral, No Alarm

1101 Burglary Restoral [Entry/Exit 
Zone]

Restoral, No Alarm

1102 Burglary Restoral [Exit Term 
Zone]

Restoral, No Alarm



1103 Zone restore [Fire Restoral 
Zone]

Restoral, No Alarm

1104 Burglary Restoral [Fire Exit 
Zone]

Restoral, No Alarm

1105 Zone restore [Line Zone] Restoral, No Alarm

1106 Zone restore [Panic Zone] Restoral, No Alarm

1107 Zone restore [Holdup Zone] Restoral, No Alarm

1108 Zone restore [Tamper Zone] Restoral, No Alarm

1109 Zone restore [Tech Zone] Restoral, No Alarm

1110 Zone restore [Medical Zone] Restoral, No Alarm

1111 Zone restore [Keyarm Zone] Restoral, No Alarm

1112 Zone restore [Unused Zone] Restoral, No Alarm

1113 Zone restore [Shunt Zone] Restoral, No Alarm

1114 Zone restore [X-Shunt Zone] Restoral, No Alarm

1115 Zone restore [Detector Fault 
Zone]

Restoral, No Alarm

1116 Zone restore [Lock Supervision 
Zone]

Restoral, No Alarm

1117 Burglary Restoral [Seismic 
Zone]

Restoral, No Alarm

1119 Zone restore [Holdup Fault 
Zone]

Restoral, No Alarm

1120 Zone restore [Warning Fault 
Zone]

Restoral, No Alarm

1121 Zone restore [Setting 
authorisation Zone

Restoral, No Alarm

1122 Burglary Restoral [Lock element 
Zone]

Restoral, No Alarm

1123 Burglary Restoral [Glass Break 
Zone]

Restoral, No Alarm

1124 Zone restore [Water Zone] Restoral, No Alarm

1125 Zone restore [Heat Zone] Restoral, No Alarm

1126 Zone restore [Fridge/Freezer 
Zone]

Restoral, No Alarm

1127 Zone restore [Gas Zone] Restoral, No Alarm

1128 Zone restore [Sprinkler Zone] Restoral, No Alarm

1129 Zone restore [CO Zone] Restoral, No Alarm

1200 Zone tamper [Alarm Zone] General Alarm

1201 Zone tamper [Entry/Exit Zone] General Alarm

1202 Zone tamper [Exit Term Zone] General Alarm

1203 Zone tamper [Fire Zone] General Alarm

1204 Zone tamper [Fire Exit Zone] General Alarm

1205 Zone tamper [Line Zone] General Alarm

1206 Zone tamper [Panic Zone] General Alarm

1207 Zone tamper [Holdup Zone] General Alarm

1208 Zone tamper [Tamper Zone] General Alarm

1209 Zone tamper [Tech Zone] General Alarm

1210 Zone tamper [Medical Zone] General Alarm

1211 Zone tamper [Keyarm Zone] General Alarm

1212 Zone tamper [Unused Zone] General Alarm

1213 Zone tamper [Shunt Zone] General Alarm

1214 Zone tamper [X-Shunt Zone] General Alarm



1215 Zone tamper [Detector Fault 
Zone]

General Alarm

1216 Zone tamper [Lock Supervision 
Zone]

General Alarm

1217 Zone tamper [Seismic Zone] General Alarm

1218 Zone tamper [All Okay Zone] General Alarm

1219 Zone tamper [Holdup Fault 
Zone]

General Alarm

1220 Zone tamper [Warning Fault 
Zone]

General Alarm

1221 Zone tamper [Setting 
authorisation Zone]

General Alarm

1222 Zone tamper [Lock element 
Zone]

General Alarm

1223 Zone tamper [Glass Break 
Zone]

General Alarm

1300 Zone tamper Restore [Alarm 
Zone]

Restoral, No Alarm

1301 Zone tamper Restore [Entry/Exit 
Zone]

Restoral, No Alarm

1302 Zone tamper Restore [Exit Term 
Zone]

Restoral, No Alarm

1303 Zone tamper Restore [Fire 
Zone]

Restoral, No Alarm

1304 Zone tamper Restore [Fire Exit 
Zone]

Restoral, No Alarm

1305 Zone tamper Restore [Line 
Zone]

Restoral, No Alarm

1306 Zone tamper Restore [Panic 
Zone]

Restoral, No Alarm

1307 Zone tamper Restore [Holdup 
Zone]

Restoral, No Alarm

1308 Zone tamper Restore [Tamper 
Zone]

Restoral, No Alarm

1309 Zone tamper Restore [Tech 
Zone]

Restoral, No Alarm

1310 Zone tamper Restore [Medical 
Zone]

Restoral, No Alarm

1311 Zone tamper Restore [Keyarm 
Zone]

Restoral, No Alarm

1312 Zone tamper Restore [Unused 
Zone]

Restoral, No Alarm

1313 Zone tamper Restore [Shunt 
Zone]

Restoral, No Alarm

1314 Zone tamper Restore [X-Shunt 
Zone]

Restoral, No Alarm

1315 Zone tamper Restore [Detector 
Fault Zone

Restoral, No Alarm

1316 Zone tamper Restore [Lock 
Supervision Zo

Restoral, No Alarm

1317 Zone tamper Restore [Seismic 
Zone]

Restoral, No Alarm

1318 Zone tamper Restore [All Okay 
Zone]

Restoral, No Alarm

1319 Zone tamper Restore [Holdup 
Fault Zone]

Restoral, No Alarm

1320 Zone tamper Restore [Warning 
Fault Zone]

Restoral, No Alarm

1321 Zone tamper Restore [Setting 
authorisati

Restoral, No Alarm



1322 Zone tamper Restore [Lock 
element Zone]

Restoral, No Alarm

1323 Zone tamper Restore [Glass 
Break Zone]

Restoral, No Alarm

1400 Zone inhibit [Alarm Zone] Zone Bypass

1401 Zone inhibit [Entry/Exit Zone] Zone Bypass

1402 Zone inhibit [Exit Term Zone] Zone Bypass

1403 Zone inhibit [Fire Zone] Zone Bypass

1404 Zone inhibit [Fire Exit Zone] Zone Bypass

1405 Zone inhibit [Line Zone] Zone Bypass

1406 Zone inhibit [Panic Zone] Zone Bypass

1407 Zone inhibit [Holdup Zone] Zone Bypass

1408 Zone inhibit [Tamper Zone] Zone Bypass

1409 Zone inhibit [Tech Zone] Zone Bypass

1410 Zone inhibit [Medical Zone] Zone Bypass

1411 Zone inhibit [Keyarm Zone] Zone Bypass

1412 Zone inhibit [Unused Zone] Zone Bypass

1413 Zone inhibit [Shunt Zone] Zone Bypass

1414 Zone inhibit [X-Shunt Zone] Zone Bypass

1415 Zone inhibit [Detector Fault 
Zone]

Zone Bypass

1416 Zone inhibit [Lock Supervision 
Zone]

Zone Bypass

1417 Zone inhibit [Seismic Zone] Zone Bypass

1418 Zone inhibit [All Okay Zone] Zone Bypass

1419 Zone inhibit [Holdup Fault Zone] Zone Bypass

1420 Zone inhibit [Warning Fault 
Zone]

Zone Bypass

1421 Zone inhibit [Setting 
authorisation Zone

Zone Bypass

1422 Zone inhibit [Lock element 
Zone]

Zone Bypass

1423 Zone inhibit [Glass Break Zone] Zone Bypass

1500 Zone deinhibit [Alarm Zone] Zone Info, No Alarm

1501 Zone deinhibit [Entry/Exit Zone] Zone Info, No Alarm

1502 Zone deinhibit [Exit Term Zone] Zone Info, No Alarm

1503 Zone deinhibit [Fire Zone] Zone Info, No Alarm

1504 Zone deinhibit [Fire Exit Zone] Zone Info, No Alarm

1505 Zone deinhibit [Line Zone] Zone Info, No Alarm

1506 Zone deinhibit [Panic Zone] Zone Info, No Alarm

1507 Zone deinhibit [Holdup Zone] Zone Info, No Alarm

1508 Zone deinhibit [Tamper Zone] Zone Info, No Alarm

1509 Zone deinhibit [Tech Zone] Zone Info, No Alarm

1510 Zone deinhibit [Medical Zone] Zone Info, No Alarm

1511 Zone deinhibit [Keyarm Zone] Zone Info, No Alarm

1512 Zone deinhibit [Unused Zone] Zone Info, No Alarm

1513 Zone deinhibit [Shunt Zone] Zone Info, No Alarm

1514 Zone deinhibit [X-Shunt Zone] Zone Info, No Alarm

1515 Zone deinhibit [Detector Fault 
Zone]

Zone Info, No Alarm



1516 Zone deinhibit [Lock Supervision 
Zone]

Zone Info, No Alarm

1517 Zone deinhibit [Seismic Zone] Zone Info, No Alarm

1518 Zone deinhibit [All Okay Zone] Zone Info, No Alarm

1519 Zone deinhibit [Holdup Fault 
Zone]

Zone Info, No Alarm

1520 Zone deinhibit [Warning Fault 
Zone]

Zone Info, No Alarm

1521 Zone deinhibit [Setting 
authorisation Zo

Zone Info, No Alarm

1522 Zone deinhibit [Lock element 
Zone]

Zone Info, No Alarm

1523 Zone deinhibit [Glass Break 
Zone]

Zone Info, No Alarm

1600 Zone isolate [Alarm Zone] Zone Bypass

1601 Zone isolate [Entry/Exit Zone] Zone Bypass

1602 Zone isolate [Exit Term Zone] Zone Bypass

1603 Zone isolate [Fire Zone] Zone Bypass

1604 Zone isolate [Fire Exit Zone] Zone Bypass

1605 Zone isolate [Line Zone] Zone Bypass

1606 Zone isolate [Panic Zone] Zone Bypass

1607 Zone isolate [Holdup Zone] Zone Bypass

1608 Zone isolate [Tamper Zone] Zone Bypass

1609 Zone isolate [Tech Zone] Zone Bypass

1610 Zone isolate [Medical Zone] Zone Bypass

1611 Zone isolate [Keyarm Zone] Zone Bypass

1612 Zone isolate [Unused Zone] Zone Bypass

1613 Zone isolate [Shunt Zone] Zone Bypass

1614 Zone isolate [X-Shunt Zone] Zone Bypass

1615 Zone isolate [Detector Fault 
Zone]

Zone Bypass

1616 Zone isolate [Lock Supervision 
Zone]

Zone Bypass

1617 Zone isolate [Seismic Zone] Zone Bypass

1618 Zone isolate [All Okay Zone] Zone Bypass

1619 Zone isolate [Holdup Fault 
Zone]

Zone Bypass

1620 Zone isolate [Warning Fault 
Zone]

Zone Bypass

1621 Zone isolate [Setting 
authorisation Zone

Zone Bypass

1622 Zone isolate [Lock element 
Zone]

Zone Bypass

1623 Zone isolate [Glass Break Zone] Zone Bypass

1700 Zone deisolate [Alarm Zone] Zone Info, No Alarm

1701 Zone deisolate [Entry/Exit Zone] Zone Info, No Alarm

1702 Zone deisolate [Exit Term Zone] Zone Info, No Alarm

1703 Zone deisolate [Fire Zone] Zone Info, No Alarm

1704 Zone deisolate [Fire Exit Zone] Zone Info, No Alarm

1705 Zone deisolate [Line Zone] Zone Info, No Alarm

1706 Zone deisolate [Panic Zone] Zone Info, No Alarm

1707 Zone deisolate [Holdup Zone] Zone Info, No Alarm

1708 Zone deisolate [Tamper Zone] Zone Info, No Alarm



1709 Zone deisolate [Tech Zone] Zone Info, No Alarm

1710 Zone deisolate [Medical Zone] Zone Info, No Alarm

1711 Zone deisolate [Keyarm Zone] Zone Info, No Alarm

1712 Zone deisolate [Unused Zone] Zone Info, No Alarm

1713 Zone deisolate [Shunt Zone] Zone Info, No Alarm

1714 Zone deisolate [X-Shunt Zone] Zone Info, No Alarm

1715 Zone deisolate [Detector Fault 
Zone]

Zone Info, No Alarm

1716 Zone deisolate [Lock 
Supervision Zone]

Zone Info, No Alarm

1717 Zone deisolate [Seismic Zone] Zone Info, No Alarm

1718 Zone deisolate [All Okay Zone] Zone Info, No Alarm

1719 Zone deisolate [Holdup Fault 
Zone]

Zone Info, No Alarm

1720 Zone deisolate [Warning Fault 
Zone]

Zone Info, No Alarm

1721 Zone deisolate [Setting 
authorisation Zo

Zone Info, No Alarm

1722 Zone deisolate [Lock element 
Zone]

Zone Info, No Alarm

1723 Zone deisolate [Glass Break 
Zone]

Zone Info, No Alarm

1800 Trouble [Alarm Zone] General Alarm

1801 Trouble [Entry/Exit Zone] General Alarm

1802 Trouble [Exit Term Zone] General Alarm

1803 Trouble [Fire Zone] General Alarm

1804 Trouble [Fire Exit Zone] General Alarm

1805 Trouble [Line Zone] General Alarm

1806 Trouble [Panic Zone] General Alarm

1807 Trouble [Holdup Zone] General Alarm

1808 Trouble [Tamper Zone] General Alarm

1809 Trouble [Tech Zone] General Alarm

1810 Trouble [Medical Zone] General Alarm

1811 Trouble [Keyarm Zone] General Alarm

1812 Trouble [Unused Zone] General Alarm

1813 Trouble [Shunt Zone] General Alarm

1814 Trouble [X-Shunt Zone] General Alarm

1815 Trouble [Detector Fault Zone] General Alarm

1816 Trouble [Lock Supervision Zone] General Alarm

1817 Trouble [Seismic Zone] General Alarm

1818 Trouble [All Okay Zone] General Alarm

1819 Trouble [Holdup Fault Zone] General Alarm

1820 Trouble [Warning Fault Zone] General Alarm

1821 Trouble [Setting authorisation 
Zone]

General Alarm

1822 Trouble [Lock element Zone] General Alarm

1823 Trouble [Glass Break Zone] General Alarm

1900 Trouble restore [Alarm Zone] Restoral, No Alarm

1901 Trouble restore [Entry/Exit Zone] Restoral, No Alarm

1902 Trouble restore [Exit Term Zone] Restoral, No Alarm

1903 Trouble restore [Fire Zone] Restoral, No Alarm



1904 Trouble restore [Fire Exit Zone] Restoral, No Alarm

1905 Trouble restore [Line Zone] Restoral, No Alarm

1906 Trouble restore [Panic Zone] Restoral, No Alarm

1907 Trouble restore [Holdup Zone] Restoral, No Alarm

1908 Trouble restore [Tamper Zone] Restoral, No Alarm

1909 Trouble restore [Tech Zone] Restoral, No Alarm

1910 Trouble restore [Medical Zone] Restoral, No Alarm

1911 Trouble restore [Keyarm Zone] Restoral, No Alarm

1912 Trouble restore [Unused Zone] Restoral, No Alarm

1913 Trouble restore [Shunt Zone] Restoral, No Alarm

1914 Trouble restore [X-Shunt Zone] Restoral, No Alarm

1915 Trouble restore [Detector Fault 
Zone]

Restoral, No Alarm

1916 Trouble restore [Lock 
Supervision Zone]

Restoral, No Alarm

1917 Trouble restore [Seismic Zone] Restoral, No Alarm

1918 Trouble restore [All Okay Zone] Restoral, No Alarm

1919 Trouble restore [Holdup Fault 
Zone]

Restoral, No Alarm

1920 Trouble restore [Warning Fault 
Zone]

Restoral, No Alarm

1921 Trouble restore [Setting 
authorisation Z

Restoral, No Alarm

1922 Trouble restore [Lock element 
Zone]

Restoral, No Alarm

1923 Trouble restore [Glass Break 
Zone]

Restoral, No Alarm

2000 Zone walked [Alarm Zone] Test Report

2001 Zone walked [Entry/Exit Zone] Test Report

2002 Zone walked [Exit Term Zone] Test Report

2003 Zone walked [Fire Zone] Test Report

2004 Zone walked [Fire Exit Zone] Test Report

2005 Zone walked [Line Zone] Test Report

2006 Zone walked [Panic Zone] Test Report

2007 Zone walked [Holdup Zone] Test Report

2008 Zone walked [Tamper Zone] Test Report

2009 Zone walked [Tech Zone] Test Report

2010 Zone walked [Medical Zone] Test Report

2011 Zone walked [Keyarm Zone] Test Report

2012 Zone walked [Unused Zone] Test Report

2013 Zone walked [Shunt Zone] Test Report

2014 Zone walked [X-Shunt Zone] Test Report

2015 Zone walked [Detector Fault 
Zone]

Test Report

2016 Zone walked [Lock Supervision 
Zone]

Test Report

2017 Zone walked [Seismic Zone] Test Report

2018 Zone walked [All Okay Zone] Test Report

2019 Zone walked [Holdup Fault 
Zone]

Test Report

2020 Zone walked [Warning Fault 
Zone]

Test Report



2021 Zone walked [Setting 
authorisation Zone]

Test Report

2022 Zone walked [Lock element 
Zone]

Test Report

2023 Zone walked [Glass Break 
Zone]

Test Report

2024 SEISMIC TEST OK Test Report

2025 SEISMIC TEST FAIL System Alert

2100 Zone input open Zone Info, No Alarm

2101 Zone input closed Zone Info, No Alarm

2102 Zone input shorted Zone Info, No Alarm

2103 Zone input disconnected Zone Info, No Alarm

2104 Zone input masked Zone Info, No Alarm

2105 Zone input fault Zone Info, No Alarm

2106 Zone input unstable Zone Info, No Alarm

2107 Zone input out of bounds Zone Info, No Alarm

2108 Zone Low battery Low Battery

2109 Zone Low battery - Restored Restoral, No Alarm

2110 Zone input open Zone Info, No Alarm

2111 Zone input closed Zone Info, No Alarm

2112 Zone input shorted Zone Info, No Alarm

2113 Zone input disconnected Zone Info, No Alarm

2114 Zone input masked Zone Info, No Alarm

2115 Zone input fault Zone Info, No Alarm

2116 Zone input unstable Zone Info, No Alarm

2117 Zone input out of bounds Zone Info, No Alarm

3000 Entry Granted Zone Info, No Alarm

3001 Entry Denied Zone Info, No Alarm

3002 Exit Granted Zone Info, No Alarm

3003 Exit Denied Zone Info, No Alarm

3004 Door Open too long Access Alarm

3005 Left open Access Alarm

3006 Door Forced Open Access Alarm

3007 Door Normal Zone Info, No Alarm

3008 Door Locked Zone Info, No Alarm

3009 Door Unlocked Zone Info, No Alarm

3010 Door Open Zone Info, No Alarm

3011 Door Closed Zone Info, No Alarm

3012 Door Release Zone Info, No Alarm

3013 Alarm restore Restoral, No Alarm

3014 Unknown card Zone Info, No Alarm

3015 Reader locked Zone Info, No Alarm

3016 Reader unlocked Zone Info, No Alarm

3500 Alarm Confirmed Intruder Alarm

3501 Unset Opening (Unset), No Alarm

3502 Partset A Closing (Set), No Alarm

3503 Partset B Closing (Set), No Alarm

3504 Fullset Closing (Set), No Alarm

3505 Remote Unset Opening (Unset), No Alarm



3506 Remote Partset A Closing (Set), No Alarm

3507 Remote Partset B Closing (Set), No Alarm

3508 Remote Fullset Closing (Set), No Alarm

3509 Keyarm [Unset Zone] Closing (Set), No Alarm

3510 Keyarm [Fullset Zone] Closing (Set), No Alarm

3511 Fail to Set Access Alarm

3512 Entry timeout Access Alarm

3513 Late to Set Late to Close

3514 Late to unset Access Alarm

3515 Post alarm Unset Intruder Alarm

3516 Early to set Access Alarm

3517 Early to unset Access Alarm

3518 Area Alarm Abort Intruder Alarm

3519 Area Walk test Start Test Report

3520 Area Walk test End Test Report

3521 All Areas Fullset User Info, No Alarm

3522 All Areas Unset User Info, No Alarm

3523 Confirmed holdup Panic Alarm

3524 Entry Timer Started Access Alarm

3525 Auto Set Closing (Set), No Alarm

3526 Auto Unset Opening (Unset), No Alarm

4000 User Duress Panic Alarm

4001 User Duress Restore Restoral, No Alarm

4002 USER PANIC Panic Alarm

4003 User accessing User Info, No Alarm

4004 User accessing end User Info, No Alarm

4005 Fob low batt Fault Low Battery

4006 Fob low batt Restore Restoral, No Alarm

4007 User code changed User Info, No Alarm

4008 USER PANIC Restore Restoral, No Alarm

4009 User Medic Medical Alarm

4010 User Medic Restore Restoral, No Alarm

4011 User Holdup Panic Alarm

4012 User Holdup Restore Restoral, No Alarm

4013 User Webpass Changed User Info, No Alarm

4014 Grant Access User Info, No Alarm

4015 Engineer access revoked User Info, No Alarm

4100 MDT PANIC Panic Alarm

4101 MDT TILT Panic Alarm

4102 MDT BELT Panic Alarm

4103 Man down panic Restore Restoral, No Alarm

4104 MDT TILT Restore Restoral, No Alarm

4105 MDT BELT Restore Restoral, No Alarm

4106 MDT TAMPER Panic Alarm

4200 WPA Panic Panic Alarm

4201 WPA Panic Restore Restoral, No Alarm

4202 WPA Holdup Panic Alarm



4203 WPA Holdup Restore Restoral, No Alarm

4204 WPA suspicion Intruder Alarm

4205 WPA suspicion Restore Intruder Alarm

4206 WPA Medical Medical Alarm

4207 WPA Medical Restore Restoral, No Alarm

5000 PSU Mains Fault A/C Failure

5001 PSU Mains Restore Restoral, No Alarm

5002 PSU Mains Inhibit Zone Info, No Alarm

5003 PSU Mains Deinhibit Zone Info, No Alarm

5004 PSU Mains Isolate Zone Info, No Alarm

5005 PSU Mains Deisolate Zone Info, No Alarm

5006 PSU Battery Fault System Alert

5007 PSU Battery Restore Restoral, No Alarm

5008 PSU Battery Inhibit Zone Info, No Alarm

5009 PSU Battery Deinhibit Zone Info, No Alarm

5010 PSU Battery Isolate Zone Info, No Alarm

5011 PSU Battery Deisolate Zone Info, No Alarm

5012 PSU EXT Fuse Fault System Alert

5013 PSU EXT Fuse Restore Restoral, No Alarm

5014 PSU EXT Fuse Inhibit Zone Info, No Alarm

5015 PSU EXT Fuse Deinhibit Zone Info, No Alarm

5016 PSU EXT Fuse Isolate Zone Info, No Alarm

5017 PSU EXT Fuse Deisolate Zone Info, No Alarm

5018 PSU INT Fuse Fault System Alert

5019 PSU INT Fuse Restore Restoral, No Alarm

5020 PSU INT Fuse Inhibit Zone Info, No Alarm

5021 PSU INT Fuse Deinhibit Zone Info, No Alarm

5022 PSU INT Fuse Isolate Zone Info, No Alarm

5023 PSU INT Fuse Deisolate Zone Info, No Alarm

5024 PSU Aux. Fuse Fault System Alert

5025 PSU Aux. Fuse Restore Restoral, No Alarm

5026 PSU Aux. Fuse Inhibit Zone Info, No Alarm

5027 PSU Aux. Fuse Deinhibit Zone Info, No Alarm

5028 PSU Aux. Fuse Isolate Zone Info, No Alarm

5029 PSU Aux. Fuse Deisolate Zone Info, No Alarm

5030 PSU Fault Fault System Alert

5031 PSU Fault Restore Restoral, No Alarm

5032 PSU Fault Inhibit Zone Info, No Alarm

5033 PSU Fault Deinhibit Zone Info, No Alarm

5034 PSU Fault Isolate Zone Info, No Alarm

5035 PSU Fault Deisolate Zone Info, No Alarm

5036 PSU Output fault System Alert

5037 PSU Output ok Restoral, No Alarm

5038 PSU Low Voltage Trouble System Alert

5039 PSU Low Voltage Restoral Restoral, No Alarm

5040 Low battery Fault Low Battery

5041 Low battery Restore Restoral, No Alarm



5042 PSU Discharged System Alert

5100 RF JAM Fault System Alert

5101 RF JAM Restore Restoral, No Alarm

5102 RF JAM Inhibit Zone Info, No Alarm

5103 RF JAM Deinhibit Zone Info, No Alarm

5104 RF JAM Isolate Zone Info, No Alarm

5105 RF JAM Deisolate Zone Info, No Alarm

5106 Antenna Tamper Fault General Alarm

5107 Antenna Tamper Restore Restoral, No Alarm

5108 Antenna Tamper Inhibit Zone Info, No Alarm

5109 Antenna Tamper Deinhibit Zone Info, No Alarm

5110 Antenna Tamper Isolate Zone Info, No Alarm

5111 Antenna Tamper Deisolate Zone Info, No Alarm

5200 Bell Tamper Fault General Alarm

5201 Bell Tamper Restore Restoral, No Alarm

5202 Bell Tamper Inhibit Zone Info, No Alarm

5203 Bell Tamper Deinhibit Zone Info, No Alarm

5204 Bell Tamper Isolate Zone Info, No Alarm

5205 Bell Tamper Deisolate Zone Info, No Alarm

5206 Cabinet Tamper Fault General Alarm

5207 Cabinet Tamper Restore Restoral, No Alarm

5208 Cabinet Tamper Inhibit Zone Info, No Alarm

5209 Cabinet Tamper Deinhibit Zone Info, No Alarm

5210 Cabinet Tamper Isolate Zone Info, No Alarm

5211 Cabinet Tamper Deisolate Zone Info, No Alarm

5212 AUX 1 Tamper Fault General Alarm

5213 AUX 1 Tamper Restore Restoral, No Alarm

5214 AUX 1 Tamper Inhibit Zone Info, No Alarm

5215 AUX 1 Tamper Deinhibit Zone Info, No Alarm

5216 AUX 1 Tamper Isolate Zone Info, No Alarm

5217 AUX 1 Tamper Deisolate Zone Info, No Alarm

5218 AUX 2 Tamper Fault General Alarm

5219 AUX 2 Tamper Restore Restoral, No Alarm

5220 AUX 2 Tamper Inhibit Zone Info, No Alarm

5221 AUX 2 Tamper Deinhibit Zone Info, No Alarm

5222 AUX 2 Tamper Isolate Zone Info, No Alarm

5223 AUX 2 Tamper Deisolate Zone Info, No Alarm

5300 XBUS cable fault System Alert

5301 XBUS cable fault Restore Restoral, No Alarm

5302 XBUS cable fault Inhibit Zone Info, No Alarm

5303 XBUS cable fault Deinhibit Zone Info, No Alarm

5304 XBUS cable fault Isolate Zone Info, No Alarm

5305 XBUS cable fault Deisolate Zone Info, No Alarm

5306 XBUS comms lost Fault System Alert

5307 XBUS comms lost Restore Restoral, No Alarm

5308 XBUS comms lost Inhibit Zone Info, No Alarm

5309 XBUS comms lost Deinhibit Zone Info, No Alarm



5310 XBUS comms lost Isolate Zone Info, No Alarm

5311 XBUS comms lost Deisolate Zone Info, No Alarm

5312 XBUS tamper Fault General Alarm

5313 XBUS tamper Restore Restoral, No Alarm

5314 XBUS tamper Inhibit Zone Info, No Alarm

5315 XBUS tamper Deinhibit Zone Info, No Alarm

5316 XBUS tamper Isolate Zone Info, No Alarm

5317 XBUS tamper Deisolate Zone Info, No Alarm

5318 XBUS fuse fault System Alert

5319 XBUS fuse fault Restore Restoral, No Alarm

5320 XBUS fuse fault Inhibit Zone Info, No Alarm

5321 XBUS fuse fault Deinhibit Zone Info, No Alarm

5322 XBUS fuse fault Isolate Zone Info, No Alarm

5323 XBUS fuse fault Deisolate Zone Info, No Alarm

5324 XBUS mains fault System Alert

5325 XBUS mains fault Restore Restoral, No Alarm

5326 XBUS mains fault Inhibit Zone Info, No Alarm

5327 XBUS mains fault Deinhibit Zone Info, No Alarm

5328 XBUS mains fault Isolate Zone Info, No Alarm

5329 XBUS mains fault Deisolate Zone Info, No Alarm

5330 XBUS battery Fault System Alert

5331 XBUS battery Restore Restoral, No Alarm

5332 XBUS battery Inhibit Zone Info, No Alarm

5333 XBUS battery Deinhibit Zone Info, No Alarm

5334 XBUS battery Isolate Zone Info, No Alarm

5335 XBUS battery Deisolate Zone Info, No Alarm

5336 XBUS rf jamming Fault System Alert

5337 XBUS rf jamming Restore Restoral, No Alarm

5338 XBUS rf jamming Inhibit Zone Info, No Alarm

5339 XBUS rf jamming Deinhibit Zone Info, No Alarm

5340 XBUS rf jamming Isolate Zone Info, No Alarm

5341 XBUS rf jamming Deisolate Zone Info, No Alarm

5342 X-BUS Antenna Tamper Fault General Alarm

5343 X-BUS Antenna Tamper Restore Restoral, No Alarm

5344 X-BUS Antenna Tamper Inhibit Zone Info, No Alarm

5345 X-BUS Antenna Tamper 
Deinhibit

Zone Info, No Alarm

5346 X-BUS Antenna Tamper Isolate Zone Info, No Alarm

5347 X-BUS Antenna Tamper 
Deisolate

Zone Info, No Alarm

5348 XBUS panic Alarm Panic Alarm

5349 XBUS panic Restore Restoral, No Alarm

5350 XBUS fire Alarm Fire Alarm

5351 XBUS fire Restore Restoral, No Alarm

5352 XBUS medical Alarm Medical Alarm

5353 XBUS medical Restore Restoral, No Alarm

5354 XBUS PSU Fault System Alert

5355 XBUS PSU Fault Restore Restoral, No Alarm



5356 XBUS PSU Fault Inhibit Zone Info, No Alarm

5357 XBUS PSU Fault Deinhibit Zone Info, No Alarm

5358 XBUS PSU Fault Isolate Zone Info, No Alarm

5359 XBUS PSU Fault Deisolate Zone Info, No Alarm

5360 Keypad locked System Alert

5361 Keypad Not Locked Out Restoral, No Alarm

5362 WEB locked System Alert

5363 WEB Not Locked Out Restoral, No Alarm

6000 Network Fail System Alert

6001 Network Restoral Restoral, No Alarm

6002 FlexC ATP Down System Alert

6003 FlexC ATP Up Restoral, No Alarm

6004 FlexC ATS Down System Alert

6005 FlexC ATS Up Restoral, No Alarm

6006 FlexC Manual Test Test Report

6007 FlexC Automatic Testcall Active Test Report

6008 EDP Receiver Down System Alert

6009 EDP Receiver Up Restoral, No Alarm

6010 EDP Manual Test Test Report

6011 EDP Automatic Testcall Test Report

6012 Modem Manual Test Test Report

6013 Modem Automatic Testcall Test Report

6015 FlexC Automatic Testcall Test Report

6100 Modem 1 Fault System Alert

6101 Modem 1 Fault Restore Restoral, No Alarm

6102 Modem 1 Fault Inhibit Zone Info, No Alarm

6103 Modem 1 Fault Deinhibit Zone Info, No Alarm

6104 Modem 1 Fault Isolate Zone Info, No Alarm

6105 Modem 1 Fault Deisolate Zone Info, No Alarm

6106 Modem 1 Line Fault System Alert

6107 Modem 1 Line Fault Restore Restoral, No Alarm

6108 Modem 1 Line Fault Inhibit Zone Info, No Alarm

6109 Modem 1 Line Fault Deinhibit Zone Info, No Alarm

6110 Modem 1 Line Fault Isolate Zone Info, No Alarm

6111 Modem 1 Line Fault Deisolate Zone Info, No Alarm

6112 Modem 2 Fault System Alert

6113 Modem 2 Fault Restore Restoral, No Alarm

6114 Modem 2 Line Fault System Alert

6115 Modem 2 Line Fault Restore Restoral, No Alarm

6116 Modem 2 Fault Inhibit Zone Info, No Alarm

6117 Modem 2 Fault Deinhibit Zone Info, No Alarm

6118 Modem 2 Fault Isolate Zone Info, No Alarm

6119 Modem 2 Fault Deisolate Zone Info, No Alarm

6120 Modem 2 Line Fault Inhibit Zone Info, No Alarm

6121 Modem 2 Line Fault Deinhibit Zone Info, No Alarm

6122 Modem 2 Line Fault Isolate Zone Info, No Alarm

6123 Modem 2 Line Fault Deisolate Zone Info, No Alarm



7000 System boot No Zone Info, No Alarm

7001 User Code Tamper General Alarm

7002 Date Changed No Zone Info, No Alarm

7003 Engineer Enabled User Info, No Alarm

7004 Engineer Disabled User Info, No Alarm

7005 Hardware fault System Alert

7006 Alert (Close Alert) Intruder Alarm

7007 Alert (Open Alert) Intruder Alarm

7008 Alert (X-BUS Alert Expander) Intruder Alarm

7009 Alert (X-BUS Alert Expander) Intruder Alarm

7010 Code Tamper System Intruder Alarm

7011 Configuration changed Restoral, No Alarm

7012 Code Tamper X-BUS Intruder Alarm

8000 Camera Offline System Alert

8001 Camera Online Restoral, No Alarm

8002 Service Engineer Access 
Request

Restoral, No Alarm

8003 Hold-up Information Restoral, No Alarm

8004 Wireless Lost Event Restoral, No Alarm

8005 Wireless Supervision Restore Restoral, No Alarm


