
Type Report Report Date: 11/28/2019

SIER000101 Sierra

Type No Description Action Plan

100 ALARM Medical Alarm

110 ALARM Medical Alarm

120 ALARM Medical Alarm

121 DURESS Medical Alarm

131 ALARM General Alarm

132 ALARM General Alarm

133 ALARM General Alarm

134 ALARM General Alarm

137 TAMPER General Alarm

140 TAMPER KEYPAD General Alarm

144 TAMPER General Alarm

145 TAMPER PERIPHERAL General Alarm

300 BROWNOUT A/C Failure

301 MAINS POWER A/C Failure

302 BACKUP BATTERY Low Battery

305 WATCHDOG RESET System Alarm

306 INSTALLER PROGRAM END System Alarm

308 POWER ON System Alarm

310 GROUND FAULT A/C Failure

321 BELL A/C Failure

330 KEYPAD A/C Failure

333 PERIPHERAL A/C Failure

350 COMM BUFFER OVERFLOW System Alarm

351 LINE CUT PRIMARY System Alarm

352 LINE CUT SECONDARY System Alarm

354 FAIL TO COMMUNICATE A/C Failure

371 TROUBLE System Alarm

373 TROUBLE System Alarm

381 SN NO SP ZONE System Alarm

384 SN BACKUP BATTERY ZONE Low Battery

401 DISARMED Opening (Unset), No Alarm

403 AUTOARM OVERRIDE System Alarm

404 KID WATCH FAIL TO DISARM System Alarm

406 CANCEL System Alarm

408 QUICK EXIT START System Alarm

412 REMOTE PROGRAM BEGIN System Alarm

413 REMOTE PROGRAM DENIED System Alarm



457 EXIT FAIL System Alarm

458 INSTALLER PROGRAM BEGIN System Alarm

570 BYPASS Zone Bypass

571 BYPASS Zone Bypass

572 BYPASS Zone Bypass

573 BYPASS Zone Bypass

602 PERIODIC DIALLER TEST 
LINE 1

Test Report

607 WALK TEST START System Alarm

1100 RESTORE Restoral, No Alarm

1110 RESTORE Restoral, No Alarm

1120 RESTORE Restoral, No Alarm

1121 USER DURESS Restoral, No Alarm

1131 RESTORE Restoral, No Alarm

1132 RESTORE Restoral, No Alarm

1133 RESTORE Restoral, No Alarm

1134 RESTORE Restoral, No Alarm

1137 TAMPER Restoral, No Alarm

1140 TAMPER KEYPAD Restoral, No Alarm

1144 TAMPER Restoral, No Alarm

1145 TAMPER PERIPHERAL Restoral, No Alarm

1300 BROWNOUT Restoral, No Alarm

1301 MAINS POWER Restoral, No Alarm

1302 BACKUP BATTERY Restoral, No Alarm

1310 GROUND FAULT Restoral, No Alarm

1321 BELL Restoral, No Alarm

1330 KEYPAD Restoral, No Alarm

1333 PERIPHERAL Restoral, No Alarm

1351 LINE CUT PRIMARY Restoral, No Alarm

1352 LINE CUT SECONDARY Restoral, No Alarm

1354 FAIL TO COMMUNICATE Restoral, No Alarm

1371 RESTORE Restoral, No Alarm

1373 RESTORE Restoral, No Alarm

1381 SN SP OK ZONE Restoral, No Alarm

1384 SN BACKUP BATTERY ZONE Restoral, No Alarm

1401 ARMED Closing (Set), No Alarm

1403 AUTOARM OVERRIDE System Alarm

1408 QUICK EXIT START System Alarm

1412 REMOTE PROGRAM 
SUCCESS

System Alarm

1570 RESTORE Restoral, No Alarm

1571 RESTORE Restoral, No Alarm

1572 RESTORE Restoral, No Alarm

1573 RESTORE Restoral, No Alarm

1607 WALK TEST END System Alarm




