
Type Report Report Date: 11/28/2019

SODC000101 Sol-Dig Common

Type No Description Action Plan

100 MEDICAL Medical Alarm

110 FIRE Medical Alarm

120 PANIC Medical Alarm

121 DURESS Medical Alarm

122 HOLDUP SILENT Medical Alarm

130 BURGLARY General Alarm

133 BURGLARY 24HR General Alarm

134 ENTRY/EXIT General Alarm

137 TAMPER General Alarm

144 ZONE SENSOR TAMPER General Alarm

150 24HR NON BURGLARY System Alert

304 MEMORY FAULT Low Battery

312 POWER SUPPLY OVER 
CURRENT

Low Battery

320 SOUNDER/OUTPUT RELAY 
TROUBLE

Low Battery

333 EXPANSION MODULE 
FAILURE

Low Battery

338 EXPANSION MODULE 
BACKUP BATTERY LOW

Low Battery

339 EXPANSION MODULE RESET Low Battery

341 PERIPHERAL TAMPER Low Battery

342 EXPANSION MODULE MAINS 
POWER FAIL

A/C Failure

343 EXPANSION MODULE SELF 
TEST FAIL

Low Battery

344 RECEIVER DETECTS 
JAMMING CONDITION

Low Battery

351 TELCO 1 FAULT Low Battery

354 FAIL TO COMMUNICATE Low Battery

356 LOSS OF CENTRAL POLLING Low Battery

361 NETWORK FAILURE Low Battery

362 IP CONFLICT Low Battery

373 FIRE ZONE TROUBLE Low Battery

374 EXIT ERROR ALARM Low Battery

375 PANIC ZONE TROUBLE Low Battery

376 HOLD UP ZONE TROUBLE Low Battery

380 SENSOR TROUBLE Low Battery

381 LOSS OF RF SUPERVISION Low Battery

384 RF XMTR LOW BATTERY Low Battery

391 SENSOR WATCH TROUBLE Low Battery



393 MAINTENANCE ALERT Low Battery

400 FIRST TO OPEN Opening (Unset), No Alarm

401 DISARMED Opening (Unset), No Alarm

402 DISARMED Opening (Unset), No Alarm

406 CANCEL Zone Info, No Alarm

421 ACCESS DENIED System Alarm

464 AUTO ARM TIME EXTENDED System Alarm

520 [SOUNDER/RELAY DISABLED 
DUE TO OVER CUR]

Low Battery

571 FIRE ZONE Zone Bypass

572 24HR ZONE Zone Bypass

573 BYPASS Zone Bypass

575 SWINGER ZONE Zone Bypass

607 WALK TEST START BY USER System Alarm

611 ZONE TESTED OK System Alarm

612 ZONE NOT TESTED System Alarm

625 DATE TIME RESET System Alarm

626 DATE TIME INACCURATE A/C Failure

1100 MEDICAL Restoral, No Alarm

1110 FIRE Restoral, No Alarm

1120 PANIC Restoral, No Alarm

1122 HOLDUP SILENT Restoral, No Alarm

1130 BURGLARY Restoral, No Alarm

1133 BURGLARY 24HR Restoral, No Alarm

1134 ENTRY/EXIT Restoral, No Alarm

1137 TAMPER Restoral, No Alarm

1144 ZONE SENSOR TAMPER Restoral, No Alarm

1150 24HR NON BURGLARY Restoral, No Alarm

1304 ROM CHECKSUM BAD Restoral, No Alarm

1312 POWER SUPPLY OVER 
CURRENT

Restoral, No Alarm

1320 SOUNDER/OUTPUT RELAY 
TROUBLE

Restoral, No Alarm

1333 EXPANSION MODULE 
FAILURE

Restoral, No Alarm

1338 EXPANSION MODULE 
BACKUP BATTERY LOW

Restoral, No Alarm

1341 PERIPHERAL TAMPER Restoral, No Alarm

1342 EXPANSION MODULE MAINS 
POWER FAIL

Restoral, No Alarm

1343 EXPANSION MODULE SELF 
TEST FAIL

Restoral, No Alarm

1344 RECEIVER DETECTS 
JAMMING CONDITION

Restoral, No Alarm

1351 TELCO 1 FAULT Restoral, No Alarm

1354 FAIL TO COMMUNICATE Restoral, No Alarm

1356 LOSS OF CENTRAL POLLING Restoral, No Alarm

1361 NETWORK FAILURE Restoral, No Alarm

1362 IP CONFLICT Restoral, No Alarm

1373 FIRE ZONE TROUBLE Restoral, No Alarm

1374 EXIT ERROR ALARM Restoral, No Alarm



1375 PANIC ZONE TROUBLE Restoral, No Alarm

1376 HOLD UP ZONE TROUBLE Restoral, No Alarm

1380 SENSOR TROUBLE Restoral, No Alarm

1381 LOSS OF RF SUPERVISION Restoral, No Alarm

1384 RF XMTR LOW BATTERY Restoral, No Alarm

1391 SENSOR WATCH TROUBLE Restoral, No Alarm

1393 MAINTENANCE ALERT Restoral, No Alarm

1400 LAST TO CLOSE Closing (Set), No Alarm

1401 ARMED Closing (Set), No Alarm

1402 ARMED Closing (Set), No Alarm

1423 EVENT NOT DEFINED General Alarm

1427 EVENT NOT DEFINED General Alarm

1441 IN STAY MODE Closing (Set), No Alarm

1455 AUTO ARM FAILED System Alarm

1520 [SOUNDER/RELAY DISABLED 
DUE TO OVER CUR]

Restoral, No Alarm

1571 FIRE ZONE Zone Bypass

1572 24HR ZONE Zone Bypass

1573 UN-BYPASS Zone Bypass

1575 SWINGER ZONE Zone Bypass

1607 WALK TEST END BY USER Restoral, No Alarm

1626 DATE TIME INACCURATE Restoral, No Alarm


