
Zone Report Report Date: 8/08/2019

CID4000101 Tecom Challenger CID Large Template

Zone Template for System Area

 & Type Template for other Areas

Zone No Module 
No

Description

9 102 Dead Man's Alarm

143 102 Dead Man's Alarm

1 120 Duress Enter at RAS

2 120 Duress Enter at RAS

3 120 Duress Enter at RAS

4 120 Duress Enter at RAS

5 120 Duress Enter at RAS

6 120 Duress Enter at RAS

7 120 Duress Enter at RAS

8 120 Duress Enter at RAS

9 120 Duress Enter at RAS

10 120 Duress Enter at RAS

64 120 Duress Enter at RAS

1 121 User Duress

2 121 User Duress

3 121 User Duress

4 121 User Duress

5 121 User Duress

6 121 User Duress

7 121 User Duress

8 121 User Duress

9 121 User Duress

10 121 User Duress

999 121 User Duress

1 137 RAS Tamper

2 137 RAS Tamper

3 137 RAS Tamper

4 137 RAS Tamper

5 137 RAS Tamper

6 137 RAS Tamper

7 137 RAS Tamper

8 137 RAS Tamper

9 137 RAS Tamper

10 137 RAS Tamper

64 137 RAS Tamper



1 143 RAS Offline

2 143 RAS Offline

3 143 RAS Offline

4 143 RAS Offline

5 143 RAS Offline

6 143 RAS Offline

7 143 RAS Offline

8 143 RAS Offline

9 143 RAS Offline

10 143 RAS Offline

64 143 RAS Offline

65 143 DGP Offline 1

66 143 DGP Offline 2

67 143 DGP Offline 3

68 143 DGP Offline 4

69 143 DGP Offline 5

70 143 DGP Offline 6

71 143 DGP Offline 7

72 143 DGP Offline 8

73 143 DGP Offline 9

74 143 DGP Offline 10

75 143 DGP Offline 11

76 143 DGP Offline 12

77 143 DGP Offline 13

78 143 DGP Offline 14

79 143 DGP Offline 15

1 145 RAS Code Attempt

2 145 RAS Code Attempt

3 145 RAS Code Attempt

4 145 RAS Code Attempt

5 145 RAS Code Attempt

6 145 RAS Code Attempt

7 145 RAS Code Attempt

8 145 RAS Code Attempt

9 145 RAS Code Attempt

10 145 RAS Code Attempt

64 145 RAS Code Attempt

65 145 DGP Tamper 1

66 145 DGP Tamper 2

67 145 DGP Tamper 3

68 145 DGP Tamper 4

69 145 DGP Tamper 5

70 145 DGP Tamper 6

71 145 DGP Tamper 7

72 145 DGP Tamper 8

73 145 DGP Tamper 9

74 145 DGP Tamper 10



75 145 DGP Tamper 11

76 145 DGP Tamper 12

77 145 DGP Tamper 13

78 145 DGP Tamper 14

79 145 DGP Tamper 15

80 145 DGP Tamper 16

11 150 Film Out

15 150 Program Mode Entered

128 150 Local Alarm Acknowledge

129 150 Fillm Low

130 150 Film Out

131 150 Courier In

134 150 Access Test Started

135 150 Access Test Failed

136 150 Access Test Completed

137 150 Secure Test Started

138 150 Secure Test Failed

139 150 Secure Test Completed

140 150 Delay Button Active

141 150 Auto Reset

142 150 Time Changed

145 150 Service In

146 150 Program Mode Entered

65 300 DGP Fuse Failure 1

66 300 DGP Fuse Failure 2

67 300 DGP Fuse Failure 3

68 300 DGP Fuse Failure 4

69 300 DGP Fuse Failure 5

70 300 DGP Fuse Failure 6

71 300 DGP Fuse Failure 7

72 300 DGP Fuse Failure 8

73 300 DGP Fuse Failure 9

74 300 DGP Fuse Failure 10

75 300 DGP Fuse Failure 11

76 300 DGP Fuse Failure 12

77 300 DGP Fuse Failure 13

78 300 DGP Fuse Failure 14

79 300 DGP Fuse Failure 15

80 300 DGP Fuse Failure 16

4 301 DGP Mains Failure (Any DGP No)

65 301 DGP Mains Failure 1

66 301 DGP Mains Failure 2

67 301 DGP Mains Failure 3

68 301 DGP Mains Failure 4

69 301 DGP Mains Failure 5

70 301 DGP Mains Failure 6

71 301 DGP Mains Failure 7



72 301 DGP Mains Failure 8

73 301 DGP Mains Failure 9

74 301 DGP Mains Failure 10

75 301 DGP Mains Failure 11

76 301 DGP Mains Failure 12

77 301 DGP Mains Failure 13

78 301 DGP Mains Failure 14

79 301 DGP Mains Failure 15

80 301 DGP Mains Failure 15

5 302 DGP Battery Low (Any DGP No)

65 302 DGP Battery Low 1

66 302 DGP Battery Low 2

67 302 DGP Battery Low 3

68 302 DGP Battery Low 4

69 302 DGP Battery Low 5

70 302 DGP Battery Low 6

71 302 DGP Battery Low 7

72 302 DGP Battery Low 8

73 302 DGP Battery Low 9

74 302 DGP Battery Low 10

75 302 DGP Battery Low 11

76 302 DGP Battery Low 12

77 302 DGP Battery Low 13

78 302 DGP Battery Low 14

79 302 DGP Battery Low 15

80 302 DGP Battery Low 16

1 303 RAS Cipher Fail

2 303 RAS Cipher Fail

3 303 RAS Cipher Fail

4 303 RAS Cipher Fail

5 303 RAS Cipher Fail

6 303 RAS Cipher Fail

7 303 RAS Cipher Fail

8 303 RAS Cipher Fail

9 303 RAS Cipher Fail

10 303 RAS Cipher Fail

11 303 RAS Cipher Fail

12 303 RAS Cipher Fail

13 303 RAS Cipher Fail

14 303 RAS Cipher Fail

15 303 RAS Cipher Fail

16 303 RAS Cipher Fail

65 303 DGP Cipher Fail 1

66 303 DGP Cipher Fail 2

67 303 DGP Cipher Fail 3

68 303 DGP Cipher Fail 4

69 303 DGP Cipher Fail 5



70 303 DGP Cipher Fail 6

71 303 DGP Cipher Fail 7

72 303 DGP Cipher Fail 8

73 303 DGP Cipher Fail 9

74 303 DGP Cipher Fail 10

75 303 DGP Cipher Fail 11

76 303 DGP Cipher Fail 12

77 303 DGP Cipher Fail 13

78 303 DGP Cipher Fail 14

79 303 DGP Cipher Fail 15

80 303 DGP Cipher Fail 16

1 304 RAS DIP Switch Changed

2 304 RAS DIP Switch Changed

3 304 RAS DIP Switch Changed

4 304 RAS DIP Switch Changed

5 304 RAS DIP Switch Changed

6 304 RAS DIP Switch Changed

7 304 RAS DIP Switch Changed

8 304 RAS DIP Switch Changed

9 304 RAS DIP Switch Changed

10 304 RAS DIP Switch Changed

11 304 RAS DIP Switch Changed

12 304 RAS DIP Switch Changed

13 304 RAS DIP Switch Changed

14 304 RAS DIP Switch Changed

15 304 RAS DIP Switch Changed

16 304 RAS DIP Switch Changed

65 304 DGP DIP Switch Changed 1

66 304 DGP DIP Switch Changed 2

67 304 DGP DIP Switch Changed 3

68 304 DGP DIP Switch Changed 4

69 304 DGP DIP Switch Changed 5

70 304 DGP DIP Switch Changed 6

71 304 DGP DIP Switch Changed 7

72 304 DGP DIP Switch Changed 8

73 304 DGP DIP Switch Changed 9

74 304 DGP DIP Switch Changed 10

75 304 DGP DIP Switch Changed 11

76 304 DGP DIP Switch Changed 12

77 304 DGP DIP Switch Changed 13

78 304 DGP DIP Switch Changed 14

79 304 DGP DIP Switch Changed 15

1 305 RAS CPU  Restart

2 305 RAS CPU  Restart

3 305 RAS CPU  Restart

4 305 RAS CPU  Restart

5 305 RAS CPU  Restart



6 305 RAS CPU  Restart

7 305 RAS CPU  Restart

8 305 RAS CPU  Restart

9 305 RAS CPU  Restart

10 305 RAS CPU  Restart

11 305 RAS CPU  Restart

12 305 RAS CPU  Restart

13 305 RAS CPU  Restart

14 305 RAS CPU  Restart

15 305 RAS CPU  Restart

16 305 RAS CPU  Restart

65 305 DGP CPU Restart 1

66 305 DGP CPU Restart 2

67 305 DGP CPU Restart 3

68 305 DGP CPU Restart 4

69 305 DGP CPU Restart 5

70 305 DGP CPU Restart 6

71 305 DGP CPU Restart 7

72 305 DGP CPU Restart 8

73 305 DGP CPU Restart 9

74 305 DGP CPU Restart 10

75 305 DGP CPU Restart 11

76 305 DGP CPU Restart 12

77 305 DGP CPU Restart 13

78 305 DGP CPU Restart 14

79 305 DGP CPU Restart 15

80 305 DGP CPU Restart 16

65 309 DGP Battery Test Fail 1

66 309 DGP Battery Test Fail 2

67 309 DGP Battery Test Fail 3

68 309 DGP Battery Test Fail 4

69 309 DGP Battery Test Fail 5

70 309 DGP Battery Test Fail 6

71 309 DGP Battery Test Fail 7

72 309 DGP Battery Test Fail 8

73 309 DGP Battery Test Fail 9

74 309 DGP Battery Test Fail 10

75 309 DGP Battery Test Fail 11

76 309 DGP Battery Test Fail 12

77 309 DGP Battery Test Fail 13

78 309 DGP Battery Test Fail 14

79 309 DGP Battery Test Fail 15

80 309 DGP Battery Test Fail 16

7 320 DGP Siren Monitor Fail (Any DGP No)

65 320 DGP Siren Monitor Fail 1

66 320 DGP Siren Monitor Fail 2

67 320 DGP Siren Monitor Fail 3



68 320 DGP Siren Monitor Fail 4

69 320 DGP Siren Monitor Fail 5

70 320 DGP Siren Monitor Fail 6

71 320 DGP Siren Monitor Fail 7

72 320 DGP Siren Monitor Fail 8

73 320 DGP Siren Monitor Fail 9

74 320 DGP Siren Monitor Fail 10

75 320 DGP Siren Monitor Fail 11

76 320 DGP Siren Monitor Fail 12

77 320 DGP Siren Monitor Fail 13

78 320 DGP Siren Monitor Fail 14

79 320 DGP Siren Monitor Fail 15

80 320 DGP Siren Monitor Fail 16

1 330 RAS De-Polled

2 330 RAS De-Polled

3 330 RAS De-Polled

4 330 RAS De-Polled

5 330 RAS De-Polled

6 330 RAS De-Polled

7 330 RAS De-Polled

8 330 RAS De-Polled

9 330 RAS De-Polled

10 330 RAS De-Polled

64 330 RAS De-Polled

65 330 DGP De-Polled 1

66 330 DGP De-Polled 2

67 330 DGP De-Polled 3

68 330 DGP De-Polled 4

69 330 DGP De-Polled 5

70 330 DGP De-Polled 6

71 330 DGP De-Polled 7

72 330 DGP De-Polled 8

73 330 DGP De-Polled 9

74 330 DGP De-Polled 10

75 330 DGP De-Polled 11

76 330 DGP De-Polled 12

77 330 DGP De-Polled 13

78 330 DGP De-Polled 14

79 330 DGP De-Polled 15

176 334 Panel-Link Offline

177 334 Panel-Link Offline

178 334 Panel-Link Offline

179 334 Panel-Link Offline

180 334 Panel-Link Offline

181 334 Panel-Link Offline

182 334 Panel-Link Offline

183 334 Panel-Link Offline



184 334 Panel-Link Offline

185 334 Panel-Link Offline

186 334 Panel-Link Offline

187 334 Panel-Link Offline

188 334 Panel-Link Offline

189 334 Panel-Link Offline

190 334 Panel-Link Offline

191 334 Panel-Link Offline

192 334 Panel-Link Substitution

193 334 Panel-Link Substitution

194 334 Panel-Link Substitution

195 334 Panel-Link Substitution

196 334 Panel-Link Substitution

197 334 Panel-Link Substitution

198 334 Panel-Link Substitution

199 334 Panel-Link Substitution

200 334 Panel-Link Substitution

201 334 Panel-Link Substitution

202 334 Panel-Link Substitution

203 334 Panel-Link Substitution

204 334 Panel-Link Substitution

205 334 Panel-Link Substitution

206 334 Panel-Link Substitution

207 334 Panel-Link Substitution

0 351 Line Fault Monitor Fail

14 351 Line Fault Monitor Fail

0 353 Radio Unit (NCL) Fail

0 354 Radio Host Fail

0 355 Radio Out of Range

0 356 Radio ACK Fail

1 373 Detector Dirty

2 373 Detector Dirty

3 373 Detector Dirty

4 373 Detector Dirty

5 373 Detector Dirty

6 373 Detector Dirty

7 373 Detector Dirty

8 373 Detector Dirty

9 373 Detector Dirty

10 373 Detector Dirty

256 373 Detector Dirty

1 381 Detector Supervision

2 381 Detector Supervision

3 381 Detector Supervision

4 381 Detector Supervision

5 381 Detector Supervision

6 381 Detector Supervision



7 381 Detector Supervision

8 381 Detector Supervision

9 381 Detector Supervision

10 381 Detector Supervision

256 381 Detector Supervision

1 384 Detector Low Battery

2 384 Detector Low Battery

3 384 Detector Low Battery

4 384 Detector Low Battery

5 384 Detector Low Battery

6 384 Detector Low Battery

7 384 Detector Low Battery

8 384 Detector Low Battery

9 384 Detector Low Battery

10 384 Detector Low Battery

256 384 Detector Low Battery

0 406 Cancel Code

0 411 Service Requested

13 411 Service Requested

10 416 Direct Connect via J15 Port

147 416 Management Software Connected

0 422 MonCo Commanded Panel

1 570 RAS Isolated

2 570 RAS Isolated

3 570 RAS Isolated

4 570 RAS Isolated

5 570 RAS Isolated

6 570 RAS Isolated

7 570 RAS Isolated

8 570 RAS Isolated

9 570 RAS Isolated

10 570 RAS Isolated

11 570 RAS Isolated

12 570 RAS Isolated

13 570 RAS Isolated

14 570 RAS Isolated

15 570 RAS Isolated

16 570 RAS Isolated

65 570 DGP Isolated 1

66 570 DGP Isolated 2

67 570 DGP Isolated 3

68 570 DGP Isolated 4

69 570 DGP Isolated 5

70 570 DGP Isolated 6

71 570 DGP Isolated 7

72 570 DGP Isolated 8

73 570 DGP Isolated 9



74 570 DGP Isolated 10

75 570 DGP Isolated 11

76 570 DGP Isolated 12

77 570 DGP Isolated 13

78 570 DGP Isolated 14

79 570 DGP Isolated 15

80 570 DGP Isolated 16

133 570 Camera Pop Enabled

0 602 Auto Test Call

16 602 Auto Test Call

144 602 Ring-In Test Call

65 608 DGP Battery Test Start

66 608 DGP Battery Test Start

67 608 DGP Battery Test Start

68 608 DGP Battery Test Start

69 608 DGP Battery Test Start

70 608 DGP Battery Test Start

71 608 DGP Battery Test Start

72 608 DGP Battery Test Start

73 608 DGP Battery Test Start

74 608 DGP Battery Test Start

75 608 DGP Battery Test Start

76 608 DGP Battery Test Start

77 608 DGP Battery Test Start

78 608 DGP Battery Test Start

79 608 DGP Battery Test Start

80 608 DGP Battery Test Start

160 608 Area Out of Time Zone 1

161 608 Area Out of Time Zone 2

162 608 Area Out of Time Zone 3

163 608 Area Out of Time Zone 4

164 608 Area Out of Time Zone 5

165 608 Area Out of Time Zone 6

166 608 Area Out of Time Zone 7

167 608 Area Out of Time Zone 8

168 608 Area Out of Time Zone 9

169 608 Area Out of Time Zone 10

170 608 Area Out of Time Zone 11

171 608 Area Out of Time Zone 12

172 608 Area Out of Time Zone 13

173 608 Area Out of Time Zone 14

174 608 Area Out of Time Zone 15

175 608 Area Out of Time Zone 16

1 701 User Battery Low

2 701 User Battery Low

3 701 User Battery Low

4 701 User Battery Low



5 701 User Battery Low

6 701 User Battery Low

7 701 User Battery Low

8 701 User Battery Low

9 701 User Battery Low

10 701 User Battery Low

999 701 User Battery Low

1 702 User Tamper

2 702 User Tamper

3 702 User Tamper

4 702 User Tamper

5 702 User Tamper

6 702 User Tamper

7 702 User Tamper

8 702 User Tamper

9 702 User Tamper

10 702 User Tamper

999 702 User Tamper

1 1120 Duress Enter at RAS Restore

2 1120 Duress Enter at RAS Restore

3 1120 Duress Enter at RAS Restore

4 1120 Duress Enter at RAS Restore

5 1120 Duress Enter at RAS Restore

6 1120 Duress Enter at RAS Restore

7 1120 Duress Enter at RAS Restore

8 1120 Duress Enter at RAS Restore

9 1120 Duress Enter at RAS Restore

10 1120 Duress Enter at RAS Restore

64 1120 Duress Enter at RAS Restore

1 1121 User Duress Restore

2 1121 User Duress Restore

3 1121 User Duress Restore

4 1121 User Duress Restore

5 1121 User Duress Restore

6 1121 User Duress Restore

7 1121 User Duress Restore

8 1121 User Duress Restore

9 1121 User Duress Restore

10 1121 User Duress Restore

999 1121 User Duress Restore

181 1134 Panel-Link Online

1 1137 RAS Tamper Restore

2 1137 RAS Tamper Restore

3 1137 RAS Tamper Restore

4 1137 RAS Tamper Restore

5 1137 RAS Tamper Restore

6 1137 RAS Tamper Restore



7 1137 RAS Tamper Restore

8 1137 RAS Tamper Restore

9 1137 RAS Tamper Restore

10 1137 RAS Tamper Restore

64 1137 RAS Tamper Restore

1 1143 RAS Online

2 1143 RAS Online

3 1143 RAS Online

4 1143 RAS Online

5 1143 RAS Online

6 1143 RAS Online

7 1143 RAS Online

8 1143 RAS Online

9 1143 RAS Online

10 1143 RAS Online

64 1143 RAS Online

65 1143 DGP Online 1

66 1143 DGP Online 2

67 1143 DGP Online 3

68 1143 DGP Online 4

69 1143 DGP Online 5

70 1143 DGP Online 6

71 1143 DGP Online 7

72 1143 DGP Online 8

73 1143 DGP Online 9

74 1143 DGP Online 10

75 1143 DGP Online 11

76 1143 DGP Online 12

77 1143 DGP Online 13

78 1143 DGP Online 14

79 1143 DGP Online 15

6 1145 DGP Tamper Restore ( Any DGP No)

65 1145 DGP Tamper Restore 1

66 1145 DGP Tamper Restore 2

67 1145 DGP Tamper Restore 3

68 1145 DGP Tamper Restore 4

69 1145 DGP Tamper Restore 5

70 1145 DGP Tamper Restore 6

71 1145 DGP Tamper Restore 7

72 1145 DGP Tamper Restore 8

73 1145 DGP Tamper Restore 9

74 1145 DGP Tamper Restore 10

75 1145 DGP Tamper Restore 11

76 1145 DGP Tamper Restore 12

77 1145 DGP Tamper Restore 13

78 1145 DGP Tamper Restore 14

79 1145 DGP Tamper Restore 15



80 1145 DGP Tamper Restore 16

147 1146 Remote/Direct Disconnection

11 1150 Film Out Restore

15 1150 Program Mode Exited

129 1150 Film Low Restored

130 1150 Film Out Restore

134 1150 Access Test Over

137 1150 Secure Test Over

145 1150 Service Out

146 1150 Program Mode Exited

65 1300 DGP Fuse Restore 1

66 1300 DGP Fuse Restore 2

67 1300 DGP Fuse Restore 3

68 1300 DGP Fuse Restore 4

69 1300 DGP Fuse Restore 5

70 1300 DGP Fuse Restore 6

71 1300 DGP Fuse Restore 7

72 1300 DGP Fuse Restore 8

73 1300 DGP Fuse Restore 9

74 1300 DGP Fuse Restore 10

75 1300 DGP Fuse Restore 11

76 1300 DGP Fuse Restore 12

77 1300 DGP Fuse Restore 13

78 1300 DGP Fuse Restore 14

79 1300 DGP Fuse Restore 15

80 1300 DGP Fuse Restore 16

4 1301 DGP Mains Restore (Any DGP No)

65 1301 DGP Mains Restore 1

66 1301 DGP Mains Restore 2

67 1301 DGP Mains Restore 3

68 1301 DGP Mains Restore 4

69 1301 DGP Mains Restore 5

70 1301 DGP Mains Restore 6

71 1301 DGP Mains Restore 7

72 1301 DGP Mains Restore 8

73 1301 DGP Mains Restore 9

74 1301 DGP Mains Restore 10

75 1301 DGP Mains Restore 11

76 1301 DGP Mains Restore 12

77 1301 DGP Mains Restore 13

78 1301 DGP Mains Restore 14

79 1301 DGP Mains Restore 15

80 1301 DGP Mains Restore 16

5 1302 DGP Battery Restore (Any DGP No)

65 1302 DGP Battery Restore 1

66 1302 DGP Battery Restore 2

67 1302 DGP Battery Restore 3



68 1302 DGP Battery Restore 4

69 1302 DGP Battery Restore 5

70 1302 DGP Battery Restore 6

71 1302 DGP Battery Restore 7

72 1302 DGP Battery Restore 8

73 1302 DGP Battery Restore 9

74 1302 DGP Battery Restore 10

75 1302 DGP Battery Restore 11

76 1302 DGP Battery Restore 12

77 1302 DGP Battery Restore 13

78 1302 DGP Battery Restore 14

79 1302 DGP Battery Restore 15

80 1302 DGP Battery Restore 16

1 1303 RAS Cipher Fail Restore

2 1303 RAS Cipher Fail Restore

3 1303 RAS Cipher Fail Restore

4 1303 RAS Cipher Fail Restore

5 1303 RAS Cipher Fail Restore

6 1303 RAS Cipher Fail Restore

7 1303 RAS Cipher Fail Restore

8 1303 RAS Cipher Fail Restore

9 1303 RAS Cipher Fail Restore

10 1303 RAS Cipher Fail Restore

11 1303 RAS Cipher Fail Restore

12 1303 RAS Cipher Fail Restore

13 1303 RAS Cipher Fail Restore

14 1303 RAS Cipher Fail Restore

15 1303 RAS Cipher Fail Restore

16 1303 RAS Cipher Fail Restore

65 1303 DPG Cipher Fail Restore 1

66 1303 DPG Cipher Fail Restore 2

67 1303 DPG Cipher Fail Restore 3

68 1303 DPG Cipher Fail Restore 4

69 1303 DPG Cipher Fail Restore 5

70 1303 DPG Cipher Fail Restore 6

71 1303 DPG Cipher Fail Restore 7

72 1303 DPG Cipher Fail Restore 8

73 1303 DPG Cipher Fail Restore 9

74 1303 DPG Cipher Fail Restore 10

75 1303 DPG Cipher Fail Restore 11

76 1303 DPG Cipher Fail Restore 12

77 1303 DPG Cipher Fail Restore 13

78 1303 DPG Cipher Fail Restore 14

79 1303 DPG Cipher Fail Restore 15

80 1303 DPG Cipher Fail Restore 16

1 1304 RAS DIP Switch Changed Restore

2 1304 RAS DIP Switch Changed Restore



3 1304 RAS DIP Switch Changed Restore

4 1304 RAS DIP Switch Changed Restore

5 1304 RAS DIP Switch Changed Restore

6 1304 RAS DIP Switch Changed Restore

7 1304 RAS DIP Switch Changed Restore

8 1304 RAS DIP Switch Changed Restore

9 1304 RAS DIP Switch Changed Restore

10 1304 RAS DIP Switch Changed Restore

11 1304 RAS DIP Switch Changed Restore

12 1304 RAS DIP Switch Changed Restore

13 1304 RAS DIP Switch Changed Restore

14 1304 RAS DIP Switch Changed Restore

15 1304 RAS DIP Switch Changed Restore

16 1304 RAS DIP Switch Changed Restore

65 1304 DPG DIP Switch Changed Restore 1

66 1304 DPG DIP Switch Changed Restore 2

67 1304 DPG DIP Switch Changed Restore 3

68 1304 DPG DIP Switch Changed Restore 4

69 1304 DPG DIP Switch Changed Restore 5

70 1304 DPG DIP Switch Changed Restore 6

71 1304 DPG DIP Switch Changed Restore 7

72 1304 DPG DIP Switch Changed Restore 8

73 1304 DPG DIP Switch Changed Restore 9

74 1304 DPG DIP Switch Changed Restore 10

75 1304 DPG DIP Switch Changed Restore 11

76 1304 DPG DIP Switch Changed Restore 12

77 1304 DPG DIP Switch Changed Restore 13

78 1304 DPG DIP Switch Changed Restore 14

79 1304 DPG DIP Switch Changed Restore 15

1 1305 RAS CPU  Restart Restore

2 1305 RAS CPU  Restart Restore

3 1305 RAS CPU  Restart Restore

4 1305 RAS CPU  Restart Restore

5 1305 RAS CPU  Restart Restore

6 1305 RAS CPU  Restart Restore

7 1305 RAS CPU  Restart Restore

8 1305 RAS CPU  Restart Restore

9 1305 RAS CPU  Restart Restore

10 1305 RAS CPU  Restart Restore

11 1305 RAS CPU  Restart Restore

12 1305 RAS CPU  Restart Restore

13 1305 RAS CPU  Restart Restore

14 1305 RAS CPU  Restart Restore

15 1305 RAS CPU  Restart Restore

16 1305 RAS CPU  Restart Restore

65 1305 DPG CPU  Restart Restore 1

66 1305 DPG CPU  Restart Restore 2



67 1305 DPG CPU  Restart Restore 3

68 1305 DPG CPU  Restart Restore 4

69 1305 DPG CPU  Restart Restore 5

70 1305 DPG CPU  Restart Restore 6

71 1305 DPG CPU  Restart Restore 7

72 1305 DPG CPU  Restart Restore 8

73 1305 DPG CPU  Restart Restore 9

74 1305 DPG CPU  Restart Restore 10

75 1305 DPG CPU  Restart Restore 11

76 1305 DPG CPU  Restart Restore 12

77 1305 DPG CPU  Restart Restore 13

78 1305 DPG CPU  Restart Restore 14

79 1305 DPG CPU  Restart Restore 15

80 1305 DPG CPU  Restart Restore 16

65 1309 DGP Battery Test Restore 1

66 1309 DGP Battery Test Restore 2

67 1309 DGP Battery Test Restore 3

68 1309 DGP Battery Test Restore 4

69 1309 DGP Battery Test Restore 5

70 1309 DGP Battery Test Restore 6

71 1309 DGP Battery Test Restore 7

72 1309 DGP Battery Test Restore 8

73 1309 DGP Battery Test Restore 9

74 1309 DGP Battery Test Restore 10

75 1309 DGP Battery Test Restore 11

76 1309 DGP Battery Test Restore 12

77 1309 DGP Battery Test Restore 13

78 1309 DGP Battery Test Restore 14

79 1309 DGP Battery Test Restore 15

80 1309 DGP Battery Test Restore 16

7 1320 DGP Siren Monitor Restore (Any DGP No)

65 1320 DGP Siren Monitor Restore 1

66 1320 DGP Siren Monitor Restore 2

67 1320 DGP Siren Monitor Restore 3

68 1320 DGP Siren Monitor Restore 4

69 1320 DGP Siren Monitor Restore 5

70 1320 DGP Siren Monitor Restore 6

71 1320 DGP Siren Monitor Restore 7

72 1320 DGP Siren Monitor Restore 8

73 1320 DGP Siren Monitor Restore 9

74 1320 DGP Siren Monitor Restore 10

75 1320 DGP Siren Monitor Restore 11

76 1320 DGP Siren Monitor Restore 12

77 1320 DGP Siren Monitor Restore 13

78 1320 DGP Siren Monitor Restore 14

79 1320 DGP Siren Monitor Restore 15

80 1320 DGP Siren Monitor Restore 16



1 1330 RAS Polled

2 1330 RAS Polled

3 1330 RAS Polled

4 1330 RAS Polled

5 1330 RAS Polled

6 1330 RAS Polled

7 1330 RAS Polled

8 1330 RAS Polled

9 1330 RAS Polled

10 1330 RAS Polled

64 1330 RAS Polled

65 1330 DGP Polled 1

66 1330 DGP Polled 2

67 1330 DGP Polled 3

68 1330 DGP Polled 4

69 1330 DGP Polled 5

70 1330 DGP Polled 6

71 1330 DGP Polled 7

72 1330 DGP Polled 8

73 1330 DGP Polled 9

74 1330 DGP Polled 10

75 1330 DGP Polled 11

76 1330 DGP Polled 12

77 1330 DGP Polled 13

78 1330 DGP Polled 14

79 1330 DGP Polled 15

80 1330 DGP Polled 16

176 1334 Panel-Link Online

177 1334 Panel-Link Online

178 1334 Panel-Link Online

179 1334 Panel-Link Online

180 1334 Panel-Link Online

181 1334 Panel-Link Online

182 1334 Panel-Link Online

183 1334 Panel-Link Online

184 1334 Panel-Link Online

185 1334 Panel-Link Online

186 1334 Panel-Link Online

187 1334 Panel-Link Online

188 1334 Panel-Link Online

189 1334 Panel-Link Online

190 1334 Panel-Link Online

191 1334 Panel-Link Online

192 1334 Panel-Link Substitution Restore

193 1334 Panel-Link Substitution Restore

194 1334 Panel-Link Substitution Restore

195 1334 Panel-Link Substitution Restore



196 1334 Panel-Link Substitution Restore

197 1334 Panel-Link Substitution Restore

198 1334 Panel-Link Substitution Restore

199 1334 Panel-Link Substitution Restore

200 1334 Panel-Link Substitution Restore

201 1334 Panel-Link Substitution Restore

202 1334 Panel-Link Substitution Restore

203 1334 Panel-Link Substitution Restore

204 1334 Panel-Link Substitution Restore

205 1334 Panel-Link Substitution Restore

206 1334 Panel-Link Substitution Restore

207 1334 Panel-Link Substitution Restore

0 1351 Line Fault Monitor Restore

14 1351 Line Fault Monitor Restored

0 1353 Radio Unit (NCL) Restored

0 1354 Radio Host Restored

0 1355 Radio in Range

0 1356 Radio ACK Restored

1 1373 Detector Dirty Restore

2 1373 Detector Dirty Restore

3 1373 Detector Dirty Restore

4 1373 Detector Dirty Restore

5 1373 Detector Dirty Restore

6 1373 Detector Dirty Restore

7 1373 Detector Dirty Restore

8 1373 Detector Dirty Restore

9 1373 Detector Dirty Restore

10 1373 Detector Dirty Restore

256 1373 Detector Dirty Restore

1 1381 Detector Supervision Restore

2 1381 Detector Supervision Restore

3 1381 Detector Supervision Restore

4 1381 Detector Supervision Restore

5 1381 Detector Supervision Restore

6 1381 Detector Supervision Restore

7 1381 Detector Supervision Restore

8 1381 Detector Supervision Restore

9 1381 Detector Supervision Restore

10 1381 Detector Supervision Restore

256 1381 Detector Supervision Restore

1 1384 Detector Low Battery Restore

2 1384 Detector Low Battery Restore

3 1384 Detector Low Battery Restore

4 1384 Detector Low Battery Restore

5 1384 Detector Low Battery Restore

6 1384 Detector Low Battery Restore

7 1384 Detector Low Battery Restore



8 1384 Detector Low Battery Restore

9 1384 Detector Low Battery Restore

10 1384 Detector Low Battery Restore

256 1384 Detector Low Battery Restore

0 1422 MonCo Commanded Panel Restore

1 1570 RAS De-Isolated

2 1570 RAS De-Isolated

3 1570 RAS De-Isolated

4 1570 RAS De-Isolated

5 1570 RAS De-Isolated

6 1570 RAS De-Isolated

7 1570 RAS De-Isolated

8 1570 RAS De-Isolated

9 1570 RAS De-Isolated

10 1570 RAS De-Isolated

64 1570 RAS De-Isolated

65 1570 DGP De-Isolated 1

66 1570 DGP De-Isolated 2

67 1570 DGP De-Isolated 3

68 1570 DGP De-Isolated 4

69 1570 DGP De-Isolated 5

70 1570 DGP De-Isolated 6

71 1570 DGP De-Isolated 7

72 1570 DGP De-Isolated 8

73 1570 DGP De-Isolated 9

74 1570 DGP De-Isolated 10

75 1570 DGP De-Isolated 11

76 1570 DGP De-Isolated 12

77 1570 DGP De-Isolated 13

78 1570 DGP De-Isolated 14

79 1570 DGP De-Isolated 15

80 1570 DGP De-Isolated 16

133 1570 Camera Pop Disabled

12 1608 Area Within Time Zone

65 1608 DGP Battery Test Finish 1

66 1608 DGP Battery Test Finish 2

67 1608 DGP Battery Test Finish 3

68 1608 DGP Battery Test Finish 4

69 1608 DGP Battery Test Finish 5

70 1608 DGP Battery Test Finish 6

71 1608 DGP Battery Test Finish 7

72 1608 DGP Battery Test Finish 8

73 1608 DGP Battery Test Finish 9

74 1608 DGP Battery Test Finish 10

75 1608 DGP Battery Test Finish 11

76 1608 DGP Battery Test Finish 12

77 1608 DGP Battery Test Finish 13



78 1608 DGP Battery Test Finish 14

79 1608 DGP Battery Test Finish 15

80 1608 DGP Battery Test Finish 16

160 1608 Area Within Time Zone

161 1608 Area Within Time Zone

162 1608 Area Within Time Zone

163 1608 Area Within Time Zone

164 1608 Area Within Time Zone

165 1608 Area Within Time Zone

166 1608 Area Within Time Zone

167 1608 Area Within Time Zone

168 1608 Area Within Time Zone

169 1608 Area Within Time Zone

170 1608 Area Within Time Zone

171 1608 Area Within Time Zone

172 1608 Area Within Time Zone

173 1608 Area Within Time Zone

174 1608 Area Within Time Zone

175 1608 Area Within Time Zone

1 1701 User Battery Low Restore

2 1701 User Battery Low Restore

3 1701 User Battery Low Restore

4 1701 User Battery Low Restore

5 1701 User Battery Low Restore

6 1701 User Battery Low Restore

7 1701 User Battery Low Restore

8 1701 User Battery Low Restore

9 1701 User Battery Low Restore

10 1701 User Battery Low Restore

999 1701 User Battery Low Restore

1 1702 User Tamper Restore

2 1702 User Tamper Restore

3 1702 User Tamper Restore

4 1702 User Tamper Restore

5 1702 User Tamper Restore

6 1702 User Tamper Restore

7 1702 User Tamper Restore

8 1702 User Tamper Restore

9 1702 User Tamper Restore

10 1702 User Tamper Restore

999 1702 User Tamper Restore




